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References: 

1) North Atlantic Letter NYN-02059, Modification to License Amendment Request 
01-06, "Changes To The Technical Specifications On Refueling Operations," dated 
June 24, 2002, Ted C. Feigenbaum to the Document Control Desk.  

2) North Atlantic Letter NYN-01051, License Amendment Request 01-06, "Changes To 
The Technical Specifications On Refueling Operations" dated August 9, 2001, Ted C.  
Feigenbaum to the Document Control Desk.  

North Atlantic Energy Service Corporation (North Atlantic) has enclosed herein an amended 
version of docketed letter NYN-02059, pursuant to the requirements of 10CFR50.30(b). This 
amended version contains the Oath and Affirmation Statement that was inadvertently omitted 
from NYN-02059. Therefore, this letter supersedes NYN-02059.  

Should you have any questions regarding this letter, please contact Mr. James M. Peschel, 
Manager - Regulatory Programs, at (603) 773-7194.  

Very truly yours, 

NORTH ATLANTIC ENERGY SERVICE CORP.  

Ted C. Feigenbau . . . . .  
Executive Vice resident 
and Chief Nuclear Officer
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R. D. Starkey, NRC Project Manager, Project Directorate 1-2 
G. T. Dentel NRC Senior Resident Inspector 

Mr. Donald Bliss, Director 
New Hampshire Office of Emergency Management 
State Office Park South 
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Concord, NH 03301
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North Atlantic Energy Service Corporation, pursuant to the requirements of 10 CFR 50.90 submits 
the following information related to License Amendment Request 01-06.  

I, Ted C. Feigenbaum, Executive Vice President and Chief Nuclear Officer of North Atlantic 
Energy Service Corporation hereby affirm that the information and statements contained herein 
are based on facts and circumstances which are true and accurate to the best of my knowledge 
and belief.

Sworn and Subscribed 
before me this 

S• day of ,2002 

01 / 'ý"`Notary Public
Ted C. Feigenbaug 

Executive Viceresident and 
Chief Nuclear Officer

North 
Atlantic
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REFUELING OPERATIONS 

3/4.9.4 CONTAINMENT BUILDING PENETRATIONS 

LIMITING CONDITION FOR OPERATION 

3.9.4 The containment building penetrations shall be in the following status: 

a. The equipment door closed and held in place by a minimum of four 
bolts, 

b. A minimum of one door in each airlock is closed, however both doors 
of one personnel' airlock may be open if: 

1) One personnel airlock door is capable of being closed, and 

2) A designated individual is available outside the personnel 
airlock to close the door.  

c. Each penetration providing direct access from the containment 
atmosphere to the outside atmosphere shall be either: 

1) Closed by a manual or automatic isolation valve, blind flange, 
or-equivalent; or.  

2) Be capable of'being closed by an OPERABLE automatic/ontainment •,
/Arge and/Axhaust ,ysolation ~ory 1 

3) Be capable of being closed by a designate individual available 
at the penetratior.• ? 

APPLICABILITY: During CORE ALTERATIONS or movement of irradiated fuel within the 
containment.  

ACTION: 

With the requirements of the above specification not satisfied, immediately.  
suspend all operations involving CORE ALTERATIONS or movement of irradiated fuel 
in the containment building.  

SURVEILLANCE REOUIREMENTS 

4.9.4 Each of the abo/ve requirefi. containment/building p~e~iitrations olaill be 
detrmed ine be eilher in its/fequired corditlon or qsable of bej-i g closed *y 
a OPERAB E automatic contai ment purge rtd exhaust/i)olation vaWe within 0 

urs p or' to/the start o and at leas once per/7 days duni g CORE ALTE IONS 
a may rent of Irradiated uel in the containme buildingb: 

a. Verifying he penetra ons are i their requW ed conditio, , or 

TestiyP the contai ent purge and exhaus, isolation vi'/ves per he 

applcable porti s of Spe" ication 4. .3.2./ 
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INSERT A

4.9.4 For the above required containment building penetrations: 

a. Determine that each of the above required containment building 
penetrations shall be in its required condition within 100 hours prior 
to the start of, and at least once per 7 days during, CORE 
ALTERATIONS or movement of irradiated fuel in the containment 
building, and 

b. Demonstrate that the Containment Purge and Exhaust Isolation 
System is OPERABLE at least once every 18 months and within 
10 days prior to the start of CORE ALTERATIONS or movement of 
irradiated fuel in the containment building by verifying that 
containment purge and exhaust isolation occurs on manual 
initiation and on a High Radiation test signal from each of the 
manipulator crane radiation area monitoring instrumentation 
channels.** 

* A designated individual shall not be used for manual isolation of valves 
CAP-V1, CAP-V2, CAP-V3, and/or CAP-V4.  

** Not required for those valves complying with Specification 3.9.4.c.1 or 
Specification 3.9.4.c.3.



REFUELING OPERATIONS 

3/4.9.9 ON• •NM PU9E AN EXHAr ISO TION ST 

LIMITING DITION R OPERATION* 

3.9 he Con inment Pur and Exhaust lation System all be OPERAB 

AP ICABILI Durin ORE ALTERATIO or movement of rradiated fuel ithin 
e cont• 'ment.  

ACTION

a. Wi the Containm tPurge and Exha Isolation S tem inoperab 
c ose each of t purge and exhau penetrations roviding diret 
ccess from th containment atm phere to the tside atmosph e.  

b. The provis' ns of Specifica on 3.0.3 are t applicable.  

SU EILLANCE RE REMENTS 

4.9.9 The ntainment Pur and Exhaust I lation System hall be demo trated 
OPERABLE ethin 100 hour prior to the s rt of and at ast once per days 
during RE ALTERATION y verifying tlt containment urge and exh st isol 

Ation ocurs on manualKinitiation atd n a High Radi3/4i test sig0 from eh of t manipulator rane area radi ion monitorin instrumentat" n channe 
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3/4.ý9 REFUELING OPERATIONS

BASES

3/4.9.2 INSTRUMENTATION

The OPERABILITY of the Source Range Neutron Flux Monitors ensures that 
redundant monitoring capability is available to detect changes in the 
reactivity condition of the core.  

3/4.9.3 DECAY TIME ,, ý-4JOT'•-

The minimum requirement for reactor subcriticality prior to movement of irradiated 
fuel assemblies in the reactor vessel ensures that sufficient time has elapsed to allow the 
radioactive decay of the short-lived fission products. This decay time is consistent with the 
assumptions used in the safety analyses.  

3/4.9.4 CONTAINMENT BUILDING PENETRATIONS 

The Limiting Condition for Operation (LCO) limits the consequences of a fuel 
handling accident in containment by limiting the potential escape paths for fission product 
radioactivity released within containment. The LCO requires any penetration providing 
direct access from the containment atmosphere to the outside atmosphere to be closed 
except for the OPERABLE containment purge and exhaust penetrations, the approved 
alternate closure methods and the containment personnel airlock.

For the approved alternate closure methods, the LCO requires that a designated 
individual must be available to close or direct the remote closure of the penetration in the 
event of a fuel handling accident "Available" means stationed at the penetration or 
performing activities controlled by a rocedure on equipment associated with the 

For the personnel aidocks (containment or equipment hatch), the LCO ensures 
that the aidock can be closed after containment evacuation in the event of a fuel handling 
accident. The requirement that the airlock door is capable of being closed requires that 
the door can be closed and is not blocked by objects that cannot be easily and quickly 
removed. As an example, the use of removable protective covers for the door seals and 
sealing surfaces is permitted. The requirement for a designated individual located outside 
of the airlock area available to 6the door following evacuation of the containment will 
minimize the release of radioac material.  

The fuel handling accident analysis inside containment assumes both of the 
personnel aidock doors are open and an additional 12" diameter penetration (or equivalent 
area) is open. The analysis is bounded by these assumptions since all of the available 
activity is assumed to be released instantaneously from the containment to the 
atmosphere.

SEABROOK - UNIT I
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INSERT B 

The inside containment fuel handling accident analysis provides assurance that 
manual isolation of penetration valves up to a 12-inch diameter size, within the 
assumed time, can be attained with the use of a designated individual. With 
respect to the 36-inch diameter CAP valves, a designated individual is not 
allowed since manual closure would most likely exceed the assumed closure 
time.



- 3/4.9 REFUELING OPERATIONS (Continue I 
RBASRS .

OL 3/4.9.9 CO M rAflD1XHPWSTTS ON SY M ,WA cAI 

~~ The OPERABILITY of hi ensures that the con ainment vnand purge S. /S Vs 
~ cs~penetrations Will be automatically isolated upon detection of high radiation leesWithin the 

containment The OPERABILITY of this system is required to restrict the release of 
radioactive material from the containment atmosphere to the environment.  

2, 3/4.9.10 and 314.9.11 WATER LEVEL - REACTOR VESSEL and STORAGE POOL 

The restrictions on minimum water level ensure that sufficient water depth is 
•~.• available to remove 99% of the assumed 10% iodine gap activity released from the rupture 

of an irradiated fuel assembly. The minimum water depth is consistent with the 
assumptions of the safety analysis.

3/4.9.12 FUEL STORAGE BUILDING EMERGENCY AIR CLEANING SYSTEM

The limitations on the Fuel Storage Building Emergency Air Cleaning System 
ensure that all radioactive material released from an irradiated fuel assembly will be filtered 
through the HEPA filters and charcoal adsorber prior to discharge to the atmosphere.  
Operation of the system with the heaters operating for at least 10 continuous hours in a 
31-day period is sufficient to reduce the buildup of moisture on the adsorbers and HEPA 
filters. The OPERABILITY of this system and the resultinj iodine removal capacity are 
consistent with the assumptions of the safety analyses. ANSI N510-1980 will be used as a 
procedural guide for surveillance testing.  

3/4.9.13 SPENT FUEL ASSEMBLY STORAGE

Restrictions on placement of fuel assemblies of certain enrichments within the 
Spent Fuel Pool is dictated by Figure 3.9-1. These restrictions ensure that the Ke of the 
Spent Fuel Pool will always remain less than 0.95 assuming the pool to be flooded with 
unborated water. The restrictions delineated in Figure 3.9-1 and the action statement are 
consistent with the criticality safety analysis 1erformed for the Spent Fuel Pool as 
documented in the FSAR.  

3/4.9.14 NEW FUEL ASSEMBLY STORAGE

Restrictions on placement of fuel assemblies of certain enrichments within the New 
Fuel Storage Vault is dictated by Specification 3/4.9.14. These restrictions ensure that the 
K.f of the New Fuel Storage Vault will always remain less than 0.95 assuming the area to 
be flooded with unborated water. In addition, these restrictions ensure that the K, of the 
New. Fuel Storage Vault will always remain less than 0.98 when aqueous foam moderation 
is assumed. The restrictions delineated in Specification 3/4.9.14 and the action statement 
are consistent with the criticality safety analysis performed for the New Fuel Storage Vault 
as documented in the FSAR.
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REFUELING OPERATIONS 

3/4.9.4 CONTAINMENT BUILDING PENETRATIONS 

LIMITING CONDITION FOR OPRATION 

3.9.4 The containment building penetrations shall be in the following status: 

a. The equipment door closed and held in place by a minimum of four bolts, 

b. A minimum of one door in each airlock is closed, however both doors of one 
personnel airlock may be open if: 

1) One personnel airlock door is capable of being closed, and 

2) A designated individual is available outside the personnel airlock to 
close the door.  

c. Each penetration providing direct access from the containment atmosphere to 
the outside atmosphere shall be either: 

1) Closed by a manual or automatic isolation valve, blind flange, or 
equivalent; or 

2) Be capable of being closed by an OPERABLE automatic Containment 
Purge and Exhaust Isolation System; or 

3) Be capable of being closed by a designated individual available at the 
penetration.* 

APPLICABILITY: During CORE ALTERATIONS or movement of irradiated fuel within the 
containment.  

ACTION: 

With the requirements of the above specification not satisfied, immediately suspend all 
operations involving CORE ALTERATIONS or movement of irradiated fuel in the 
containment building.  

* A designated individual shall not be used for manual isolation of valves 
CAP-V1, CAP-V2, CAP-V3, and/or CAP-V4.  
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REFUELING OPERATIONS

3/4.9.4 CONTAINMENT BUILDING PENETRATIONS

SURVEILLANCE REQUIREMENTS 

4.9.4 For the above required containment building penetrations: 

a. Determine that each of the above required containment building 
penetrations shall be in its required condition within 100 hours prior to the 
start of, and at least once per 7 days during CORE ALTERATIONS or 
movement of irradiated fuel in the containment building, and 

b. Demonstrate that the Containment Purge and Exhaust Isolation System 
is OPERABLE at least once every 18 months and within 10 days prior to 
the start of CORE ALTERATIONS or movement of irradiated fuel in the 
containment building by verifying that containment purge and exhaust 
isolation occurs on manual initiation and on a High Radiation test signal 
from each of the manipulator crane radiation area monitoring 
instrumentation channels.** 

** Not required for those valves complying with Specification 3.9.4.c.1 or 

Specification 3.9.4.c.3.
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REFUELING OPERATIONS 

3/4.9.9 (This specification number is not used.)
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3/4.9 REFUELING OPERATIONS

BASES 

3/4.9.2 INSTRUMENTATION 

The OPERABILITY of the Source Range Neutron Flux Monitors ensures that 
redundant monitoring capability is available to detect changes in the reactivity condition of the 
core.  

3/4.9.3 DECAY TIME 

The minimum requirement for reactor subcriticality prior to movement of irradiated fuel 
assemblies in the reactor vessel ensures that sufficient time has elapsed to allow the 
radioactive decay of the short-lived fission products. This decay time is consistent with the 
assumptions used in the safety analyses.  

3/4.9.4 CONTAINMENT BUILDING PENETRATIONS 

The Limiting Condition for Operation (LCO) limits the consequences of a fuel handling 
accident in containment by limiting the potential escape paths for fission product radioactivity 
released within containment. The LCO requires any penetration providing direct access from 
the containment atmosphere to the outside atmosphere to be closed except for the 
OPERABLE containment purge and exhaust penetrations, the approved alternate closure 
methods and the containment personnel airlock.  

For the approved alternate closure methods, the LCO requires that a designated 
individual must be available to close or direct the remote closure of the penetration in the 
event of a fuel handling accident. "Available" means stationed at the penetration or 
performing activities controlled by a procedure on equipment associated with the penetration.  
The inside containment fuel handling accident analysis provides assurance that manual 
isolation of penetration valves up to a 12-inch diameter size, within the assumed time, can be 
attained with the use of a designated individual. With respect to the 36-inch diameter CAP 
valves, a designated individual is not allowed since manual closure would most likely exceed 
the assumed closure time.  

For the personnel airiocks (containment or equipment hatch), the LCO ensures that 
the airlock can be closed after containment evacuation in the event of a fuel handling 
accident. The requirement that the airlock door is capable of being closed requires that the 
door can be closed and is not blocked by objects that cannot be easily and quickly removed.  
As an example, the use of removable protective covers for the door seals and sealing 
surfaces is permitted. The requirement for a designated individual located outside of the 
airlock area available to close the door following evacuation of the containment will minimize 
the release of radioactive material.  

The fuel handling accident analysis inside containment assumes both of the personnel 
airlock doors are open and an additional 12" diameter penetration (or equivalent area) is open.  
The analysis is bounded by these assumptions since all of the available activity is released 
within a 2 hour period.  

The OPERABILITY of the Containment Purge and Exhaust Isolation System ensures 
that the containment vent and purge penetrations will be automatically isolated upon detection 
of high radiation levels within the containment. The OPERABILITY of this system is required to 
restrict the release of radioactive material from the containment atmosphere to the 
environment.
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.3/4.9 REFUELING OPERATIONS (Continued)

* BASES 

3/4.9.9 (THIS SPECIFICATION NUMBER IS NOT USED.) 

3/4.9.10 and 314.9.11 WATER LEVEL - REACTOR VESSEL and STORAGE POOL 

The restrictions on minimum water level ensure that sufficient water depth is 
available to remove 99% of the assumed 10% iodine gap activity released from the rupture 
of an irradiated fuel assembly. The minimum water depth is consistent with the 
assumptions of the safety analysis.  

3/4.9.12 FUEL STORAGE BUILDING EMERGENCY AIR CLEANING SYSTEM 

The limitations on the Fuel Storage Building Emergency Air Cleaning System 
ensure that all radioactive material released from an irradiated fuel assembly will be filtered 
through the HEPA filters and charcoal adsorber prior to discharge to the atmosphere.  
Operation of the system with the heaters operating for at least 10 continuous hours in a 
31-day period is sufficient to reduce the buildup of moisture on the adsorbers and HEPA 
filters. The OPERABILITY of this system and the resulting iodine removal capacity are 
consistent with the assumptions of the safety analyses. ANSI N510-1980 will be used as a 
procedural guide for surveillance testing.  

3/4.9.13 SPENT FUEL ASSEMBLY STORAGE 

Restrictions on placement of fuel assemblies of certain enrichments within the 
Spent Fuel Pool is dictated by Figure 3.9-1. These restrictions ensure that the Keff of the 
Spent Fuel Pool will always remain less than 0.95 
assuming the pool to be flooded with unborated water. The restrictions delineated in Figure 
3.9-1 and the action statement are consistent with the criticality safety analysis performed 
for the Spent Fuel Pool as documented in the FSAR.  

3/4.9.14 NEW FUEL ASSEMBLY STORAGE 

Restrictions on placement of fuel assemblies of certain enrichments within the 
New Fuel Storage Vault is dictated by Specification 3/4.9.14. These restrictions ensure 
that the Keff of the New Fuel Storage Vault Will always remain less than 0.95 assuming 
the area to be flooded with unborated water. In addition, these restrictions ensure that 
the Keff of the New Fuel Storage Vault will always remain less than 0.98 when aqueous 
foam moderation is assumed. The restrictions delineated in Specification 3/4.9.14 and 
the action statement are consistent with the criticality safety analysis performed for the 
New Fuel Storage Vault as documented in the FSAR.
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